2018

Real-Time Closed-Loop Color Control of a Multi-Channel Luminaire Using Sensors Onboard a Mobile Device

Tang, Samuel Jia Wei

Institute of Electrical and Electronics Engineers (IEEE)

Tieteelliset aikakauslehtiartikkelit
© IEEE
All rights reserved
http://dx.doi.org/10.1109/ACCESS.2018.2872320

https://erepo.uef.fi/handle/123456789/7252

Downloaded from University of Eastern Finland's eRepository
Real-Time Closed-Loop Color Control of a Multi-Channel Luminaire Using Sensors Onboard a Mobile Device

SAMUEL JIA WEI TANG¹, VINEETHA KALAVALLY¹, (Member, IEEE), KOK YEW NG⁰¹,², (Member, IEEE), CHEE PIN TAN³, (Senior Member, IEEE), AND JUSSI PARKKINEN⁴

¹Electrical and Computer Systems Engineering Department, School of Engineering, Monash University Malaysia, Subang Jaya 47500, Malaysia
²Engineering Research Institute, Ulster University, Newtownabbey BT37 0QB, U.K.
³School of Engineering and Advanced Engineering Platform, Monash University Malaysia, Subang Jaya 47500, Malaysia
⁴Faculty of Science and Forestry, University of Eastern Finland, 80101 Joensuu, Finland

Corresponding author: Kok Yew Ng (mark.ng@ulster.ac.uk)

This work was supported by ItraMAS Corporation, Malaysia.

ABSTRACT Smart homes and Internet of Things are emerging concepts in modern society, with intelligent lighting being an important part of it. Besides providing visual satisfaction through its color-rendering properties, lighting also has other effects on human well-being. In order to exploit the full potential of a smartly lit home, lighting systems need to be equipped with accurate controllers that can control the spectrum and color characteristics of light in addition to conventional on-off and dimming control. However, current commercial smart lighting products with such capabilities need to employ expensive sensors which are still lacking in terms of closed-loop feedback which is imperative for accurate color control of light-emitting diode (LED)-based luminaires. This paper presents a novel approach that uses the camera available on modern smartphones to perform closed-loop color control for lighting systems in smart homes. The algorithm is able to perform multi-channel mixing for any color and also white light at a desired correlated color temperature with high color-rendering index. This approach proves to be very economical and convenient as no external sensors are required and can be performed using any Android smartphone on a compatible LED-based luminaire.

INDEX TERMS Color control, Internet of Things, LED lighting system, light control, mobile device, multi-channel luminaire, smart homes, smartphone, Zigbee.

I. INTRODUCTION

Light emitting diodes (LEDs) are steadily gaining ground in lighting applications all around the world. It was reported that in the United States alone, the installations of LED products in all lighting applications have more than quadrupled from the year 2014 till 2016 [1]. The U.S. Department of Energy also forecasts that the penetration of LED-based luminaires will increase dramatically to about 86% in general lighting applications by the year 2035 [2]. Many consumers are moving towards LEDs because of its lower power consumption compared to traditional light sources such as halogens and fluorescents. Also, LED-based luminaires offer far greater advantages than just energy savings; they come in various spectral compositions and are also easily controllable, leading to lighting systems which are tunable. Spectrally tunable lights are expected to be the future of lighting, as studies have shown that light is a significant stimulus in influencing the human biological clock [3], [4], where it has been found that the spectral composition of light strongly impacts human physiology and psychology [5], [6]. The attraction of a tunable lighting system is that it can close the gap between artificial lights and natural light, offering huge benefits to human well being. However, with the potential advantages offered by tunable lighting, there are also causes for concern, as tuning could compromise the visual quality of the light. For instance, inappropriately tuned lights could cause objects in the room to have unnatural color rendering, whereby a measure is the Color Rendering Index (CRI) which indicates the difference in the color appearance of objects under the light in comparison with a reference light, with a score of 100 indicating the...
best color rendering quality [7]. Hence, there also needs to be significant consideration towards the visual quality in addition to energy efficiency and non-visual benefits. The way forward is to realize tunable lighting systems that consider the aforementioned factors. The wide adoption of such lighting systems require luminaires that are accurately controlled to achieve a desired color point, executed using technologies that are cost effective, user friendly and reliable.

A review of available lighting control systems reveals that existing schemes are inadequate for addressing all these diverse requirements. Within the domain of home automation for energy management, several schemes have been proposed to control home appliances, of which lights are one of them [8]–[11]. However, they are simple on-off or dimming schemes and do not consider the visual nor non-visual effects. Then, there are schemes that provide color control in addition to enhanced energy efficiency [12]–[14], but are open-loop and would not be accurate for color-mixing approaches. This is because the lumen output and spectral power distribution for each colored LED can vary with the pn junction temperature [15], [16]. As a result, open-loop schemes cannot achieve accurate control over the light parameters such as its color coordinates \((u', v')\) and correlated color temperature (CCT) which are respectively, the measures of the light color and the color appearance of light as defined by the temperature of a reference (black body) source when it emits the same color as the light.

Closed-loop (feedback) control methods using various models [17], [18] that predict light characteristics such as CCT and \(u'v'\) color coordinates based on pn junction temperature have been explored to produce white light [19]. However, this method has a major drawback as the pn junction temperature feedback does not suffice when there are external light sources such as sunlight entering the room. Other methods include flux feedback [20] or a combination of both flux and junction temperature feedback [15]. In an attempt to perform color control on colors other than white, some research applied RGB color mixing [21], [22] or used spectrophotometers for feedback purposes [23]. But installation of chroma, flux and spectrum sensors is expensive and inconvenient.

One convenient and economical method for efficient color control is to use the smartphone camera as the color sensor in the lighting system in addition to its potential to be used in lux control and energy savings, as initially demonstrated by Tang et al. [21], [24]. Past works that use smart-phones for colorimetry have limited features such as recording and analyzing RGB color of a picture [25] and required integration of additional hardware [26]. Given that almost half of the global population own a smartphone nowadays and with the numbers still continuing to grow [27], they are ever more readily-available for such smart applications, eliminating the need to purchase dedicated sensors and hardware. Furthermore, as smartphones become more ubiquitous and powerful, the processing capabilities and sensors on the smartphones may as well be exploited for automation features of an intelligent lighting systems as part of the Internet of Things (IoT) setup in a smart home [28]. However, with the push towards tunable high quality white light which will inevitably employ more than three colors [29], [30], the solution offered in [21] to control RGB LEDs using the color sensor data on a smartphone camera is not sufficient. A gradient descent algorithm is thus proposed in this paper which has the ability to converge to a target color using lights with any number of LED channels. This is achieved by performing computations to determine the shortest path in the \(u'v'\) color space in order to achieve the target color in real time. The performances of bi-channel mixing using two white LED channels and tri-channel mixing using RGB channels are also explored as a simpler subset of multi-channel color mixing.

Thus the research proposed in this paper enables the use of the camera available on Android smartphones to capture
TABLE 2. Color coordinates of the LEDs used in the luminaire.

<table>
<thead>
<tr>
<th>Channel</th>
<th>CIE 1931 xy</th>
<th>1976 CIELUV</th>
</tr>
</thead>
<tbody>
<tr>
<td>Red (637 nm)</td>
<td>0.7020</td>
<td>0.5436</td>
</tr>
<tr>
<td>Amber (625 nm)</td>
<td>0.6817</td>
<td>0.5003</td>
</tr>
<tr>
<td>Yellow (596 nm)</td>
<td>0.5899</td>
<td>0.3505</td>
</tr>
<tr>
<td>Lime (538 nm)</td>
<td>0.4087</td>
<td>0.1836</td>
</tr>
<tr>
<td>Green (523 nm)</td>
<td>0.1804</td>
<td>0.0634</td>
</tr>
<tr>
<td>Cyan (501 nm)</td>
<td>0.0790</td>
<td>0.0348</td>
</tr>
<tr>
<td>Blue (467 nm)</td>
<td>0.1335</td>
<td>0.1498</td>
</tr>
<tr>
<td>Warm White (2751K)</td>
<td>0.4625</td>
<td>0.2586</td>
</tr>
<tr>
<td>Neutral White (4129K)</td>
<td>0.3763</td>
<td>0.2216</td>
</tr>
<tr>
<td>Cool White (6175K)</td>
<td>0.3173</td>
<td>0.1922</td>
</tr>
</tbody>
</table>

FIGURE 1. Normalized luminaire SPD of the LEDs used.

and to determine the color of the current lighting in the room. By using a custom-built Android Application, closed-loop color control is performed to manipulate the light output from the lights to follow a target set by the user. It is worth noting that the algorithm works using the average color information of an image, and therefore the pixel specifications of all smartphones should be sufficient for this approach to work.

This paper is organized as follows: in Section II, the closed-loop control methodology is described; the design of the algorithm and the pseudocode are presented in Section III; in Section IV, the performance of the algorithm for various lighting conditions through experimentation is discussed, and finally, Section V concludes the paper.

II. LIGHT SPECTRUM CONTROL METHODOLOGY

The luminaire prototype used to test the proposed control algorithm consists of 10 channels, of which 7 are primary colors with different peak wavelengths, whilst the remaining 3 channels are phosphor-converted white LEDs. The peak wavelengths and color coordinates of the LED channels are summarized in Table 2, and their normalized power spectra densities (SPD) are shown in Figure 1. The intensity of each LED channel is controlled using pulse-width modulation (PWM), which is supplied by an Arduino microcontroller on-board the luminaires to the LED driver wirelessly using ZigBee [24]. Each channel can produce 256 different intensities including the off state at a step size of 0.39%.

An Android application was developed to execute the lighting control algorithm. Figure 2 shows the overall schematic block diagram. The user firstly selects the target lighting color, using a color picker (as shown in Figure 3); the algorithm converts that color to a set of $u'v'$ coordinates which is referred to as the target set point $X(t)$. The information of the room lighting condition, $Y(t)$ is captured by the smartphone camera $H(t)$, which is converted to the $u'v'$ color coordinates $W(t)$ of the light in the room. Then the Euclidian distance between $X(t)$ and $W(t)$ is computed to produce the error $e(t)$. The PI controller receives $e(t)$, and considers the color coordinates of the LEDs (obtained from data-sheets), and generates the PWM control signal $U(t)$ to each LED channel in the luminaire $L(t)$, wirelessly using ZigBee. $N(t)$ represents external light sources coming into the room, acting as disturbances or noise in the data measured by the camera. $G(t)$ represents the spectral reflectance of the surfaces of objects and furniture in the room assumed to be Lambertian, whilst $H(t)$ is the response of the smartphone camera used to read the lighting condition $Y(t)$ in the room.

The smartphone used for experimentations and testing of the control algorithm is the OnePlus 3 A3000 with key specifications listed in Table 3. In order to use the camera on the smartphone to perform closed-loop color control on the average light emitted from the luminaire, the following assumptions were made:

1) The smartphone has to be placed at a position and angle such that the secondary camera (front camera) is able to capture the lighting scene of the room.
2) The cameras on the smartphone have been color calibrated during the manufacturing process in the factory itself.
3) The objects and furniture in the room have Lambertian surfaces, where their collective colors average towards gray.

Assumption 3 above corresponds to the Gray World Assumption commonly used in digital photography color constancy algorithms [31]–[34]. The decision to adopt the Gray World Assumption is both valid and logical as there would be many objects of a variety of colors in a typical room.

As such, the response of the smartphone camera to the lighting condition in the room, $H(t)$ at position $x$ in the room is defined by the red, green and blue responses of the camera sensors at the point and can be represented by $[p_r(x), p_g(x), p_b(x)]$ as derived in [35],

$$p_i(x) = \int_{\Omega} E(\lambda)S(\lambda, x)F_i(\lambda)d\lambda \quad \text{for } i = r, g, b \quad (1)$$
where, $E(\lambda)$ is the Spectral Power Distribution (SPD) of the light source, $S(\lambda, x)$ the reflectance distribution function at point $x$, $F_i(\lambda)$ the spectral sensitivity function of the $i$-th sensor, all expressed as a function of wavelength $\lambda$, and $\Omega$ represents the visible spectral range from 380nm to 780nm.

With the Gray World Assumption, $S(\lambda, x)$ in (1) would be equal to gray when the whole color scene of the room is averaged. Also, assuming that the RGB sensors in the camera have been calibrated, the computations for $p_i(x)$ from (1) would result in the image captured by the camera representing the color of the light illuminating the room.

The novel multi-channel color control algorithm which is presented in Section III of this paper is a form of the gradient descent algorithm that converges to the target chromaticity as illustrated in Figure 4. The computations are performed in the 1976 CIELUV color space which has a uniform chromaticity scale [36]. For this algorithm to work, the $(u', v')$ coordinates of each LED channel has to be obtained the first time the user runs the system. The algorithm cycles through all LED channels in the luminaire individually while computing the color coordinates using the camera reading as input. The controller algorithm was not specifically tuned to the characteristics of the specific OnePlus 3 A3000 smartphone camera used for validation. This is in line with the assumption that the cameras are calibrated accurately in the factory and also allows validating the accuracy of the algorithm for any smartphone using a similar camera.

The main objective of the algorithm is to develop a fastest and shortest travel path in the CIELUV color space for the color emitted by the LED luminaire to converge to the target color using the closed-loop control design shown in Figure 2. This can be done by tuning the radiometric power output of the LED channels.

The initial resultant color emitted by the LED channels, $Y(t)$ is labeled as point ‘Start’, whilst the target color, $X(t)$ is set to the point labeled ‘Target’. The fact that the color resulting from adding two colors always falls on a line connecting the colors on the chromaticity diagram is used as a basis to iteratively arrive at the final intensities of each LED channel. Figure 4 shows the path that the algorithm took to converge to the target color in a real experiment.

III. DESIGN OF THE MULTI-CHANNEL COLOR CONTROL ALGORITHM

Algorithm 1 shows the pseudocode of the control algorithm which is run in an independent thread to ensure smooth operation of the mobile application. The first step in the algorithm is to scale the size of the image obtained from
S. J. W. Tang et al.: Real-Time Closed-Loop Color Control of a Multi-Channel Luminaire

\[ \frac{1}{M \times N} \sum_{x=1}^{M} \sum_{y=1}^{N} I_{C}(x, y) \]  

\[ \Delta u'v' = \sqrt{(u'_{\text{tar}} - u'_{\text{meas}})^2 + (v'_{\text{tar}} - v'_{\text{meas}})^2} \]  

Finally, the PWM values generated from the Arduino are clipped to a lower bound of 0 and an upper bound of 255, as explained in Line 35. These calculations and operations are done on all channels simultaneously in every feedback loop.
such that the algorithm converges quickly to the target color. If brightness control of the light output from the luminaire is also required to be done alongside color control, the new PWM values for each channel can be adjusted using Line 34 of the algorithm, where a multiplier is used as the gain to increase or decrease the light intensity of every channel. Additionally, automatic pausing algorithms such as the one implemented in [24] can be integrated into the design to ensure that the user is not deprived of his smartphone use while the feedback control is running.

IV. EXPERIMENTAL RESULTS AND DISCUSSIONS

The experimental system was set up in a mock living room which is a 5.8 m × 3.4 m space, equipped with six wirelessly-controlled and tunable 10-channel research prototype luminaires as shown in Figure 6. The seven channels which are pure-colored LEDs span across the visible wavelength range and can be mixed to obtain white light with a wide range of color properties. The remaining three channels consisting of cool, warm and neutral white phosphor-converted LEDs (PC-LEDs) that emit white light by virtue of a yellow phosphor coating on a blue LED. Properties of white light used to validate the performance of the algorithm are u′v′, CCT and CRI.

The smartphone with its secondary camera facing upwards is used to capture the lighting condition, i.e. the RGB values and illuminance of the light incident on the surface where the phone is placed. A Konica Minolta CL-500A illuminance spectrophotometer is placed in close proximity of the smartphone to validate the color-control algorithm. The curtains in the living room allowed the blocking of 100 percent of the external light sources entering the room through the windows. The color control algorithm was tested using two
TABLE 4. Summary of experimental results using bi-color mixing.

<table>
<thead>
<tr>
<th>Experiment</th>
<th>Average $\Delta u'v'$</th>
<th>CCT range</th>
<th>Average absolute CCT error</th>
<th>Average CRI</th>
</tr>
</thead>
<tbody>
<tr>
<td>Warm white &amp; cool white</td>
<td>0.0103</td>
<td>2700K to 5600K</td>
<td>4.45%</td>
<td>77.7</td>
</tr>
<tr>
<td>Cool white &amp; yellow</td>
<td>0.0089</td>
<td>2700K to 5600K</td>
<td>3.62%</td>
<td>9</td>
</tr>
</tbody>
</table>

The reasons for using both the approaches are given in the following subsections.

A. BI-CHANNEL MIXING

Although industry players are slowly adopting multi-channel lighting systems for their proposed benefits, luminaires with two instead of many LED channels is an attractive option to save cost and complexity of design and manufacturing. The developed algorithm is thus studied for the case of 2 channels to produce white light for general lighting purposes to determine the feasibility of such a simplified system. Consequently, Algorithm 1 was improvised to run on only 2 LED channels in order to produce 18 different white lights with CCT ranging from 2700K to 5600K. These values were chosen such that the error signal $\Delta u'v'$ across all white lights would not exceed 0.01. Although more relaxed than the ANSI standard $\Delta u'v'$ tolerance of 0.006 [39], this ensures that the algorithm is able to compute the control signals for the luminaire to produce the whole range of CCT with equal steps for the case of two channels.

This experiment was conducted with two different LED pairings:

(i) Warm white with cool white, and
(ii) Cool white with yellow

The choice of LED pairings is based on their positions on the CIE chromaticity diagram giving the highest possibility of tuning the resultant white along the Planckian Locus which is most preferred. The summary of the experimental results is tabulated in Table 4.

To measure the accuracy of the color produced by the luminaires, the color selected by the user from the color picker in the mobile application as shown in Figure 3 was converted into the 1976 CIELUV ($u', v'$) coordinates. They were then compared with the readings from the Konica Minolta CL-500A illuminance spectrophotometer. The CCT and CRI of the light produced were also obtained from the spectrophotometer.

From the results in Table 4, the $\Delta u'v'$ of the two cases have an average of 0.0103 and 0.0089 across the range of CCTs generated corresponding to about a 9-step MacAdam ellipse [36]. It can be seen that the color quality is superior for warm white with cool white mixture due to the wider spectrum of warm white compared to yellow LED. Since the color accuracy is similar in both cases, the warm white with cool white combination is preferred and could be implemented in the consumer market with precise CCT control.

B. MULTI-CHANNEL MIXING

The color control algorithm was then tested using the following scenarios:

(i) Seven primary colors to produce white light
(ii) Ten LED channels to produce white light
(iii) Seven primary colors to produce a colored light
(iv) Ten LED channels to produce a colored light

The test cases for all scenarios were conducted 25 times to produce CCT ranging from 2500K to 8000K with each test using randomly selected colors with various hues and saturations for scenarios (iii) and (iv). The results of these tests are tabulated in Table 5.

For this case, the feedback algorithm was programmed to stop when it detects that the color difference $\Delta u'v'$ less than 0.003, a more stringent value compared to bi-channel mixing. This target was met for every chosen color detected by the smartphone camera. However, it can be seen from the spectrophotometer readings that the measured color difference of the actual light generated is higher and at the same level as the bi-channel light mixture. The color difference can be further reduced if the calibration of the smartphone camera is customized.

The average CRI however, was considerably high at 82.76 for seven-channel mixing with pure-color LEDs and 94 for ten-channel mixing. By optimizing the choice of LED primaries in the luminaire, the number of LED channels required to produce a larger color gamut and high CRI light can be further reduced.

In terms of timing performance, each step in the closed-loop control consists of the following tasks: obtaining readings from the camera, performing calculations for the next step in the iteration, sending new PWM values to the luminaires, and waiting for feedback response from the sensor.
The average time taken by each iteration was approximately 658ms, with the algorithm taking about 10 iterations to converge the output of the luminaires from a random color to the target color. This is equivalent to about 6–7s. This rate of convergence by the algorithm is reasonable as well as acceptable in real-world applications as it allows for a much richer and more comfortable user experience compared to sudden changes in the color outputs. Furthermore, disturbances from external light sources such as natural light entering the room would happen on a much larger time scale compared to the convergent time of the algorithm.

V. CONCLUSION
This paper has presented a novel approach for color control of a multi-channel LED lighting system in a smart home environment using the camera found on most modern Android smartphones as the main feedback sensor. The algorithm is able to optimize the output spectrum of the luminaires to produce a light with tunable CCT, accurate color and high color rendering index. A closed-loop feedback control system helps maintain robustness towards external disturbances from other light sources such as sunlight coming in through the windows. The algorithm is able to work at reasonable accuracy with potential improvement if customized camera calibration data is used. The proposed method of using the smartphone as both a sensor and a processing unit proves to be very economical and convenient as no additional sensors are needed to be installed. Future work can include among other features, mood lighting based on user preference and the replication of a lighting scene that a user has captured on the smartphone from a different location.

REFERENCES


**SAMUEL JIA WEI TANG** received the B.Eng. degree (Hons.) and the Master of Engineering Science (Research) degree from Monash University in 2013 and 2017, respectively. He was with Monash University, where he involved in the Project Mobile Control of Intelligent Lighting Systems in collaboration with ItraMAS Corporation, Malaysia. Before that, he was involved in Real-Time Lane Detection and Front-End Collision Avoidance System on a Mobile Computing Platform for his final-year project. During his infant research career, he has presented his findings in IEEE conferences and a publication with an international peer-reviewed journal.

**VINEETHA KALAVALLY** received the Ph.D. degree from Monash University, Australia, in 2012. She is currently a Senior Lecturer with the School of Engineering, Monash University Malaysia, where she is the Head of the Intelligent Lighting Laboratory. Her research interests include optical amplifiers, diverse applications of solid-state lighting, visual and non-visual quality of light, as well as visible light communications.

**KOK YEW NG** is currently a Lecturer with the School of Engineering, Ulster University, U.K., where he also conducts research with the Nanotechnology and Integrated Bioengineering Centre. He received the B.Eng. degree (Hons.) and the Ph.D. degree in fault diagnosis from Monash University in 2006 and 2009, respectively. From 2014 to 2015, he was a Post-Doctoral Researcher with the Division of Vehicular Systems, Linköping University, Sweden, where he focused on the advanced fault diagnosis schemes using model-based and data-driven methods on vehicular engines with Volvo Car Corporation. He is currently an Adjunct Researcher with the Research Group. He is also an Adjunct Senior Research Fellow with the School of Engineering, Monash University Malaysia. His research interests are fault diagnosis, vehicular systems, signal processing and data analytics for anomaly detection and classification, as well as machine learning.

**CHEE PIN TAN** received the B.Eng. degree (Hons.) and the Ph.D. degree from Leicester University, Leicester, U.K., in 1998 and 2002, respectively. He was a Lecturer with the School of Engineering, Monash University Malaysia, in 2002, where he was subsequently promoted to a Senior Lecturer in 2008 and an Associate Professor in 2013. He has authored over 50 internationally peer-reviewed research articles, including a book on fault reconstruction. His research interests include robust fault estimation and observers.

**JUSSI PARKKINEN** is currently a Professor Emeritus with the University of Eastern Finland, Finland.

He received the M.Sc. degree in medical physics and the Ph.D. degree in mathematics from the University of Kuopio, Finland, in 1982 and 1989, respectively. From 1989 to 1990, he was a Visiting Researcher with The University of Iowa, IA, USA. During 1991–2011, he was a Professor in Computer Science, the Head of Department, and the Dean in three different universities in Finland. From 2011 to 2014, he was a Professor and the Head of Electrical and Computer Systems Engineering Discipline with Monash University Malaysia, where he has been an Adjunct Professor since 2014. He specializes in spectral color science, lighting research, and pattern recognition. He is a fellow of the International Association of Pattern Recognition. He received the Raymond C. Bowman Award by IS&T in 2013. He was the Chairman of the CIE TC8-07 Technical Committee on Multispectral Imaging from 2004 to 2008.